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FUNCTION BUTTON 1 ENTER

Select required function. Unused

SCROLL BUTTON

Press this button to scroll through
the list of displayed alarms or to
scroll through the list of ‘‘functions’.
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DISPLAY

In normal (data) mode the display
shows the most serious alarm.

In function mode the display scrolls
through the gas concentrations and
current alarms for each channel.
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